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Abstract 
Louver’s design are play important role in designing an air intake system. On a gas turbine power plant application, this louver will 
redirect the air flow path into the compressor and for the system’s internal cooling. However, the shape and design of the louvers will 
influence the performance of a gas turbine. Disturbed airflow across the louvers may cause pressure drop of the intake air, which leads to 
reduction of the turbine work output. In this research, the effect of varying the angle of attack on the airfoil and flat shape louvers are 
investigated. Airfoil louvers were based on the symmetrical 4-digit NACA airfoil shape, with its maximum thickness of 10mm. CFD 
analysis was conducted by using the built-in Solidworks Flow Simulation to visualize the air flow behavior across the louvers at the 
angles of attack of 25o, 35 o and 45 o.  The results revealed that the pressure drop is more prevalent in flat louvers as compared to airfoil 
louvers. Furthermore, the pressure of the airflow reduced more with higher angle of attack due to vortex formation. 
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1. Introduction 
Air intake system is essential for a gas turbine operation. Air suctioned into the system is used as oxidizing agent for 
engine combustion and as a cooling medium for turbomachineries component of a gas turbine. Poor air intake system will 
result in poor overall performance of the gas turbine. For that reason, it is important to ensure that the airflow in the system 
to be “as smooth as” possible. An air intake system may consist of weather hood with an array of louvers, multiple stages of 
filter and inlet duct with silencer. Ambient air with atmospheric pressure is first entering the weather hood, where it 
bypasses the filters before travelling further downstream into the inlet duct into the compressor. The air may experience the 
reduction of air pressure, due to the disturbances and friction present throughout the intake system. Large pressure drop 
across the system will increase the engine’s fuel consumption and reduce the turbine work output due to low air inlet mass 
flow and engine’s combustion temperature.  
Weather hood is installed upstream of the air inlet system, where it function to deflect large particles including rain and 
snow droplets from the inlet air stream, and at the same time, directing ambient air into the system. It is built by an array of 
2-dimensional flat louvers pointed upward at an angle with relative to the flow direction. An efficient weather hood should 
be able to remove large particles from the flow stream and at the same time limit the large scale of pressure loss in the 
airflow across its louvers. As compression ratio is fixed for a gas turbine compressor, therefore low air pressure at the 
compressor inlet will result in relatively low air pressure into the combustion chamber which consequently will produce low 
work output. 
Common louvers installed in the weather hood are of flat geometry. Although some ventilation systems for building 
have employed airfoil louvers for an aerodynamic purpose, weather hood on gas turbine has not yet follow the same 
method. Theoretically, airfoil louvers should be able to provide smoother airflow due to its streamlined geometry, recording 
lower pressure losses and as a result producing more efficient air ventilation in the gas turbine air intake system. This 
research investigates the effect of airfoil and flat louvers and angle of attack onto the pressure drop across weather hood. A 
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sub-scaled weather hood model with three different louvers arrangement was developed using commercial design software 
Solidworks. Louvers with angle of attack of 25o, 35o and 45o was designed for airfoil geometry and CFD analysis was 
conducted by the built-in Solidworks Flow Simulation software with airflow velocity was set as the inlet boundary 
condition and static pressure for the outlet. The behavior of airflow passing through the louvers were analyzed and tabulated 
to search for the optimum louvers’ angle of attack and geometry that resulted in less pressure drop throughout the weather 
hood model. This research will only focus on the pressure drop across weather hood model with NACA 4-digit symmetrical 
airfoil louvers arranged with angle of attack of 25o, 35o and 45o, whereby the flow velocity and pressure inside the weather 
hood model were being the major consideration. Generally, louvers for air ventilation of building have been studied 
consistently, but very little effort has been put on gas turbine weather hood.    
2. Literature Review 
An air intake system is a section in gas turbine that draws ambient air and route it into the compressor. Air is an essential 
consumables for a gas turbine operation, thus air ingested into the device must be of high quality, clean and have sufficient 
pressure. To meet these criteria, the air intake system is often equipped with components including weather hood, a series of 
filters, ductwork, and silencer. All of the components must be designed with as little flow disruption as possible to the air 
entering the system because large disruption on the airflow will result in large pressure drop, consequently reducing the 
combustion temperature hence increasing the engine’s fuel consumption and producing less work from the turbine [14]. Air 
first enter the weather hood at local pressure and velocity, and continue downstream to multiple stages of filters which 
normally includes insect screen, anti-icing, inertial separator, pre-filter, and high efficiency filter. The airflow continues into 
the ductwork which convoys the air into the gas turbine compressor. In each of these stages pressure drop occurs due to 
formation of vortices, friction and turbulence airflow. Numerous studies have been conducted to investigate the pressure 
drop across these components.  
Khorshand et al. [7] investigates the flow pattern and pressure loss of Khoramshar Power Plant v94.2.5 Gas Turbine air 
intake units. Its aim is to improve the pressure loss and flow characteristics of the gas turbine compressor inlet. The 
components involved in the study are weather hood, filter house, bending duct and silencers, and transition piece and 
compressor inlet cone. The model used in the analysis for this research is as shown in figure 1 (b). A 3-dimensional 
simulation of flow past components in air intake system was conducted by using commercial numerical CFD software, 
FLUENT. Simulation on weather hood shows vortex formation in louvered part of the weather hood, where caused the flow 
velocity to increase, reducing the pressure of air pass through the weather hood. Although pressure loss in intake system is 
more significant across filter and ductwork, the inlet louvers of weather hood also record a considerable amount pressure 
differential. He also found that vortex formed in the angled louvers of weather hood as in figure 1, which contribute to flow 
















                                                     (a)                                                                                                                               (b) 
Fig. 1. (a)Velocity vector of airflow inside weather hood louvers [7] and (b) Air intake system of Khoramshar Power Plant A V94.2.5 Gas Turbine [7] 
Nevertheless, Nakanishi et al. [6] conducted a study on the behavior of airflow passing through flat louvers and analyzed 
the generation mechanism of pressure loss. Three sets of louver models were used in the experiment; planar louver board of 
45o, 35o, and 25o. The objective of the research is to obtain the design direction for louver shape that minimizes pressure 
loss when air passes through louvers while satisfying its necessary function. Three methods were used. Wind tunnel 
measurement was conducted on the sample models to get the pressure loss characteristics as a parameter of the louver angle. 
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To verify the result, CFD analysis was applied. The mechanism of pressure loss characteristic was studied by visualizing the 
airflow using Laser Doppler Velocimetry (LVD). Result of this research revealed that pressure characteristics vary 
significantly to louver angle. As the angle of air flowing through louvers becomes small, the pressure difference tends to 
decrease. Variations channel resistance by the louver angle can be attributes to the narrowing of flow paths between the 
louvers by separation vortexes from the tips of the louvers. The result also look into the formation of wake vortex, which 
leads to increase in flow velocity, thereby reducing the pressure downstream of the louvers as according to Bernoulli’s 
Principle [1], [2]. At low velocity and angle of attack, flow across an airfoil demonstrates little separation due to boundary 
layer formation at the surface of the airfoil [4]. The smooth flow stream visualized in smoke wire experiment have no sign 
of vortex formation, therefore the flow path between airfoil louvers is wide. This minimize the disturbance to the airflow 
across the louvers, thus theoretically it will yield smaller amount of pressure drop as compared to flat louvers. Upon flowing 
past an array of louvers, flow separation occurs at the tip of the louvers as shown in figure 2, creating a region of wake 















Fig. 2. Velocity vector of airflow across flat louvers [6] 
Hughes et al. [5] investigated the effect of altering the external angle of windvent louvers against the internal pressure 
and velocity within the device and microclimate velocity. The aim of the research is to obtain the angle with lowest pressure 
loss in order to optimize fresh air delivery rate to the occupied space. The method used in the research is CFD modeling, 
and the flow of air past the windvent louvers were simulated and analyzed at louvers angle 10o to 45o with 5o increment. The 
wind velocity is set at 4.5 m/s which represent the local wind velocity. Results of the research indicate that by altering 
louver angle the velocity and pressure performance is improved to desirable levels to achieve optimum microclimate 
velocity levels. It was shown that louver angle of 35o provides optimum performance at given parameters. Turnbull et al. 
[10] conducted a study on the impact of air filtration onto compressor efficiency, and Muller [16] commented on how air 
flow simulation can help in reducing pressure drop in gas turbine inlet duct. Flat louver is the common geometry of louvers 
in weather hood design.  
3. Methodology 
The louvers of gas turbine weather hood were modeled using commercially available CAD software, Solidworks and 
were sub-scaled up to the scale of 1:50 of the actual weather hood size. It must be noted that this scale is only a rough 
estimation based on the size of air intake filters [12], [14] due to the limited information on the actual dimension of gas 
turbine weather hood available. Generally, the size of weather hood is determined by its installed space area and the size of 
ductwork downstream, so dimension of weather hood is commonly vary. Therefore there is no standard dimension of gas 
turbine weather hood. Method of arranging the stack of louvers was based on the model employed in previous research by 
Nakanishi et al. [6]. The array of louvers was enclosed within a wind tunnel model for the purpose of CFD simulation as 
shown in Figure 3. From previous research it was found that larger angle would not record any significant increase in 
pressure drop as flow separation has peaked at 45o [5], hence this research did not focus on angle of attack beyond this 
value. At these angles, the projection width to the bottom side was common at 100 mm for all angles, as shown in Figure 4. 
The louvers were arranged concerning no gap relative to the projection to the fore, making the rear invisible when viewed 
from the front. As the louver angle decreases, the space between the louvers becomes small and total number of louvers 
increases.  
Airfoil louvers were designed based on NACA’s 4-digit symmetrical airfoil equation obtained from literature [4]. The 
equation will generate coordinates of the airfoil. More coordinates would result in more streamlined geometry of the airfoil, 
thus would resemble the actual airfoil more accurately. For this research, 10 coordinates were generated for each airfoil. For 
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prior calculation, the parameters were taken the same as flat louvers of the similar angle in order to make a reliable 
comparison where the value of chord length for 25o flat louvers is 115 mm and its maximum thickness is 10 mm. As with 
the flat louvers, airfoil louvers were modeled at three angles of attack, 25o, 35o, and 45o, all inclined upward relative to the 
flow stream. The projection width of the bottom side was common at 100 mm. Method of configuration of airfoil louvers is 
the same as flat louvers, as shown in figure 3(a). On the other hand, flat louvers model were designed based on the planar 
louver board used in the research by Nakanishi et al. [6]. Three types of model were used with different angles of attack, 
similar as airfoil louvers. The louvers were inclined upwards relative to the flow stream, so that air flow directed upward 
upon contact with the louvers. This is a common configuration in weather hood design, intended to deflect rain and large 


















(a)                                                                                                                                  (b) 
Fig. 3 The arrangement of the respective louvers (a) Airfoils louver models (b) Flat louver models 
The number of louvers in a stack for airfoil louvers model was identical to create uniform face area for the inlet of 
airflow into the weather hood. Difference in face area would result in difference of inlet pressure and velocity condition. 
The arranged louvers were enclosed inside a box-shaped geometry representing weather hood model for CFD simulation. 









(a)                                                                                                                                  (b) 
Fig. 4 Complete computational model (a) 250 Airfoils louver models (b) 250 Flat louver models 
The side wall thickness was designed at 15 mm. Lid of 5 mm thickness was created at the entrance and exit of the 
weather hood model, in order to specify the boundary condition in Solidworks Flow Simulation. To increase the accuracy of 
the simulation analysis, the lowest louver was designed attached to the floor of the weather hood so that all of the air 
entering the system flows past through the stack of louvers. Flow analysis of the model was conducted on Solidworks Flow 
Simulation, a built-in CFD interface in Solidworks. The turbulent nature of the flow is modeled by the standard k-ε model 
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as in previous researches [5], [6], [7], where k refers to turbulent kinetic energy and the term ‘ε’ refers to turbulent energy 
dissipation rate [7]. The governing equations used were 2-dimensional Navier-Stokes equation and continuity equation [1]. 
Since the flow is less than the compressibility Mach number of 0.3, the effect of flow compressibility was not considered 
hence the airflow in this research was treated as incompressible flow [1]. The whole structure of weather hood model was 
taken as the computational domain for CFD simulation.  Boundary conditions were specified at the front and rear surface of 
the weather hood model with respect to flow direction.  Flow velocity of 5 m/s was set as the inlet boundary condition while 
static pressure was set as the outlet boundary condition. The velocity set was the average offshore wind velocity in east 
coast Malaysia, the region where many gas turbines are in operation for oil and gas industry [19]. The overall set up of 










Fig. 5 Sectioned view on set up of boundary conditions at weather hood model with 25o airfoil louvers 
The points were plotted within 200 mm of the louvers, which is estimation that the flow within this region characterized 
the flow between the narrow channels between louvers. Pressure at upstream and downstream of the louvers was obtained 
by averaging all four points at respective location. Difference between pressure at points upstream and downstream of the 
louvers cannot be considered as the pressure drop of the overall model, because within this region the flow might not yet be 
stabilized. In some louvers arrangement the wake due to separation can be very significant, and may take longer time to 
reattach. This will result in unstable flow properties, and the measurement might not picture the actual properties of the 
flow. Because there is no experimental work of the same scale was conducted, validation of results for this research relies 
solely on previous reliable works. The method of which CFD simulation was carried out in this research followed closely to 
the works by Nakanishi et al. [6], Hughes et al. [5], and Khorshand et al. [7] by using the same k-ε turbulence model and 
comparable boundary conditions and assumptions. The scale of louvers model used in this research however is different 
from the stated works, thus the results obtained were ineligible for direct comparison. Therefore validation of results was 
made by comparison of trend in pressure drop and velocity profile throughout the louvers with the findings of previous 
works as mentioned. 
4. Result and Discussion 
The aim of the CFD simulation was mainly to investigate the pattern of air flowing across louvers of gas turbine weather 
hood in different louvers angle. Pressure drop across the weather hood model was the main consideration in this research, 
thus discussion will only focus on flow behavior that contributed towards the differential pressure within the calculation 
domain. Factors that contribute towards the pressure drop within the weather hood model were examined from the visual 
output of Solidworks Flow Simulation. Table 1 and 2 summarized the results calculated by Solidworks Flow Simulation for 
pressure at flow inlet and outlet of the weather hood model, pressure difference across the model and the average velocity 
throughout for angle of 25, 35 and 45o. 
The relation between flow velocity and pressure can be deduced from Bernoulli’s Principle and the occurrence of 
pressure drag of flow around a body which can be applied throughout the narrow region between louvers [1]. If the region 
around the louvers arrangement is taken as a sub-domain, the flow around them can be considered as external flow. From 
Bernoulli’s principle for steady, incompressible flow, increase in velocity within a flow region would result in decrease in 
pressure in the same region [1]. The result shows that increase in louver angle results in larger velocity, and hence greater 
pressure drop. The results in table 1 also shows that higher louver angle induce higher pressure drop and velocity. This also 
supported by the work of Nakanishi et. al. [6] and Hughes [5].  
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TABLE 1. Results for airfoil louvers 
 
Angle (0) Inlet Pressure (Pa) Outlet Pressure (Pa) ΔP Velocity (m/s) 
 
     25                      101371.56         101325               46.56        5.63 
     35                      101407.82         101325               82.82        5.93 
     45                      101512.41         101325              187.41        6.58 
 
TABLE 2. Results for flat louvers 
 
Angle (0) Inlet Pressure (Pa) Outlet Pressure (Pa) ΔP Velocity (m/s) 
 
     25                      101396.62         101325               71.62        5.86 
     35                      101441.51         101325              116.51        6.18 
     45                      101580.23         101325              255.23        6.93 
 
 
Pressure drop increases with increasing louver angle, producing quite identical percentage of increment relative to 25o 
louver model. However pressure drop recorded across all three louver angles in weather hood   models were lower as 
compared to flat louvers due to streamlined airfoil geometry [4]. The streamlined airfoil geometry results in less significant 
vortex formation between louvers arrangement due to the fact that flow separates in lower magnitude around streamlined 
body compared to blunt geometry for the same angle of attack [1]. Flow velocity calculated throughout the entire domain 

















                                    (a)                                                                                 (b)                                                                               (c) 
Fig. 6 Velocity counters for airfoil louvers model (a) 250 (b) 350 (c) 450 
 
Figure 6(a), 6(b) and 6(c) shows the velocity counters for different angle of attack for airfoil louvers. Form all the 
figures, it can be observed that as increase the louvers angle, the airflow within the narrow region between louvers can be 
represented by Bernoulli’s principle. Formation of vortex induced by flow separation of the flow current result in increasing 
velocity through the region, thus decrease in pressure. From the velocity vector, it can be visualized that upon contact with 
the frontal surface of the louvers, a small region of separated flow at the leading edge is observed, a phenomenon known as 
flow separation [1], [2], [5]. The separated flow reattaches to the surface downstream, forming a bubble in the region near 
the leading edge of the louvers known as vortex [1], [2], [5]. As the louver angle increases, flow separation occurs in greater 
magnitude and the reattachment point moves further downstream, resulting in larger vortex. As shown in figure 6(b) and 
6(c), flow separate below the louver for both 35o and 45o model, but it reattach almost immediately at the rear edge of 35o 
louver, whereas the flow taking longer distance to reattach in 45o louver. 
 
















                                    (a)                                                                                 (b)                                                                               (c) 
Fig. 7 Velocity counters for flat louvers model (a) 250 (b) 350 (c) 450 
From the velocity vector, it can be concluded that flow velocity increases as the flow path between louvers was 
narrowed down due to vortex formation. When the louver angle increases, flow separation caused larger vortex thus 
increasing the pressure difference due to the pressure loss by the increasing velocity. This trend confirms the finding of 
previous researches on the relation of louver angle with vortex formation and subsequent pressure drop [5], [6]. The relation 
between flow velocity and pressure can be deduced from Bernoulli’s Principle and the occurrence of pressure drag of flow 
around a body which can be applied throughout the narrow region between louvers [1]. If the region around the louvers 
arrangement is taken as a sub-domain, the flow around them can be considered as external flow. From Bernoulli’s principle 
for steady, incompressible flow, increase in velocity within a flow region would result in decrease in pressure in the same 
region [1]. Formation of vortex induced by flow separation of the flow current result in increasing velocity through the the 
region, thus decrease in pressure. A sample of pressure contour for weather hood with 25o airfoil louver was taken for 
example as in figure 8(a) and 8(b) showing the difference in pressure concentration upstream and downstream of the louvers 
















                                                              (a)                                                                                                                        (b)                                                              
Fig. 8 Pressure counters (a)  250 airfoil louvers model (b)  250 flat louvers model  
5. Conclusion 
From the result obtained, it was found that higher louver angle induce larger pressure drop across the louvers for both 
flat and airfoil geometry. This trend has been supported by previous research on similar study. By visualizing the velocity 
vector of all models, formation of vortex due to flow separation was found to be the cause for pressure drop across the 
louvers. Larger angle of attack results in higher magnitude of flow separation with increased distance for reattachment 
point, creating larger vortex below the louver. This vortex narrowed down the flow path between louvers causing increased 
velocity within that region, reducing the pressure as stated by Bernoulli’s Principle. In the investigation onto louvers 
geometry, it was found that airfoil louvers induce lower pressure drop than flat louvers due to its streamlined geometry. This 
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encouraged flow separation point to move further downstream on the louver, creating less significant vortex compared to 
flat louvers. Beside, the finding also shows that at higher angle the difference become less significant due to the increasing 
stalling effect of the louver. For airfoil louvers, the flow separation point is tend to move further downstream on the louver, 
creating less significant vortex compared to flat louvers. This shows that at higher angle the difference become less 
significant due to the increasing stalling effect of the louver. Several aspects can be introduced into further research with 
similar scope of study to generate more accurate and reliable result. The experimental study which was not conducted in this 
research to validate the CFD simulation results is encourage to be done in the future.  
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